
FLR IECC COMMON SPACE TYPE
LPD 
(WATTS/SQFT)

SQFT 
TOTAL WATTAGE 
ALLOWED (W)

TOTAL WATTAGE 
INSTALLED (W)

IECC COMMON SPACE TYPE
LPD 
(WATTS/SQFT)

SQFT 
TOTAL WATTAGE 
ALLOWED

TOTAL WATTAGE 
INSTALLED

1 PARKING AREA (INTERIOR) 0.19 12779 2428.01 1962
ZONE 2 BASE PER IECC 
TABLE C405.5.2(2)

- - 600 -

ENTRY LOBBY (OTHERWISE) 0.9 275 247.5 35.5 MAUKA WALKWAY 0.14 1051 147.14 149
LIFT LOBBY 0.64 308 197.12 51 STOREFRONT 0.15 1506 225.9 274
STAIRWELL 0.69 399 275.31 69
ELECTRICAL/MECHANICAL ROOM 0.95 1976 1877.2 474
TRASH (STORAGE ROOM) 0.63 226 142.38 38
CORRIDOR (OTHERWISE) 0.19 919 174.61 252
RESTROOM (OTHERWISE) 0.98 360 352.8 108

COMMERCIAL LOFTS (FAMILY DINING) 0.89 5891 5242.99 175

COMMUNITY ROOM 0.73 383 279.59 72
1 MEZZ PARKING AREA (INTERIOR) 0.19 7249 1377.31 284

LIFT LOBBY 0.64 131 83.84 24
STAIRWELL 0.69 133 91.77 23

2 PARKING AREA (INTERIOR) 0.19 21432 4072.08 1207
LIFT LOBBY 0.64 373 238.72 42
STAIRWELL 0.69 399 275.31 69
ELECTRICAL/MECHANICAL ROOM 0.95 51 48.45 36
LOBBY & MAIL (OTHERWISE) 0.9 938 844.2 108
SECURITY 1.11 102 113.22 36

3 PARKING AREA (INTERIOR) 0.19 21432 4072.08 923
LIFT LOBBY 0.64 373 238.72 42
STAIRWELL 0.69 399 275.31 69
ELECTRICAL/MECHANICAL ROOM 0.95 51 48.45 36

4 PARKING AREA (INTERIOR) 0.19 21432 4072.08 923
LIFT LOBBY 0.64 373 238.72 42
STAIRWELL 0.69 399 275.31 69
ELECTRICAL/MECHANICAL ROOM 0.95 51 48.45 36

5 PARKING AREA (INTERIOR) 0.19 21432 4072.08 923
LIFT LOBBY 0.64 373 238.72 42
STAIRWELL 0.69 399 275.31 69
ELECTRICAL/MECHANICAL ROOM 0.95 51 48.45 36

6 CORRIDOR (OTHERWISE) 0.19 713 135.47 72 REC DECK 0.14 19877 2782.78 1428
LIFT LOBBY 0.64 177 113.28 18
STAIRWELL 0.69 399 275.31 92
ELECTRICAL/MECHANICAL ROOM 0.95 369 350.55 131
GYM 0.72 559 402.48 156
LOUNGE, GAME RM, MULTI-FUNCTION 
RM, THEATER  (OTHERWISE)

0.73 1702 1242.46 387

RESTROOM (OTHERWISE) 0.98 271 265.58 72
MANAGER'S OFFICE 1.11 245 271.95 78
TRASH (STORAGE ROOM) 0.63 117 73.71 36

7 THRU 26 CORRIDOR (OTHERWISE) 0.66 619 408.54 48
LIFT LOBBY 0.64 181 115.84 18
STAIRWELL 0.69 399 275.31 46
ELECTRICAL/MECHANICAL ROOM 0.95 63 59.85 59
TRASH (STORAGE ROOM) 0.63 38 23.94 23

RP LIFT LOBBY 0.64 181 115.84 36
STAIRWELL 0.69 133 91.77 23
ELECTRICAL/MECHANICAL ROOM 0.95 245 232.75 108

TOTAL 36720.72 9678.5 3755.82 1851
WATTS 
ALLOWED

WATTS 
INSTALLED

WATTS 
ALLOWED

WATTS 
INSTALLED

POWER BUDGET

N/A

N/A

N/A

INTERIOR EXTERIOR

N/A

N/A

N/A

N/A

























































TYPE DESCRIPTION LAMP/BALLAST/DRIVER LOCATION MOUNTNG MANUFACTURER (OR EQUIVALENT)

A 4" DOWNLIGHT 9W LED, 120V, 3000K RESIDENTIAL UNITS RECESSED PROGRESS P8080 SERIES

B DECORATIVE PENDANT
(3) 100W INCANDESCENT 
MED BASE BULBS, 120V, 
3000K

RESIDENTIAL UNITS PENDANT PROGRESS P5037-09

C 4' FLUORESCENT WRAPAROUND (2) 4' 32W T8, 120V, 3000K RESIDENTIAL UNITS SURFACE LITHONIA LB-2-32-120RE

D DOME PENDANT 17W LED, 120V, 3000K RESIDENTIAL UNITS PENDANT PROGRESS P5341-3030K9
E 41" VANITY LUMINAIRE 26W LED, 120V, 3000K RESIDENTIAL UNITS WALL SONNEMAN TUBO SLIM 41
E2 19" VANITY LUMINAIRE 13W LED, 120V, 3000K RESIDENTIAL UNITS WALL SONNEMAN TUBO SLIM 19

F ROUND SURFACE MOUNT LUMINAIRE
22W CFL G10Q BASE, 
120V, 3000K

RESIDENTIAL UNITS SURFACE OXYGEN LIGHTING OXY-RHYTHM-CEILING-LIGHT

G1

LED POLE MOUNTED FIXTURE WITH 
PHOTOCELL,  BI LEVEL DIMMING AND 
MOTION SENSOR.  PROVIDE WITH 
COMPATIBLE 10 FOOT 4" DIA ALUMINUM 
POLE.  TYPE V IES DISTRIBUTION

4500 LUMEN, 70 CRI, 48W, 
120V

6TH FLOOR LANDSCAPE 
AREA

POLE EATON ARB-B2-LED-D1-T5

G2
SIMILAR TO TYPE G1, WITH TYPE III IES 
DISTRIBUTION

4500 LUMEN, 70 CRI, 48W, 
120V

6TH FLOOR LANDSCAPE 
AREA

POLE EATON ARB-B2-LED-D1-T3

G3
LED WALL MOUNTED FIXTURE WITH 
PHOTOCELL, BI-LEVEL DIMMIMG AND 
MOTION  SENSOR

4500 LUMEN, 70 CRI, 48W, 
120V

6TH FLOOR LANDSCAPE 
AREA

WALL, 10'AFF EATON ARB-B2-LED-D1-T3

G4
LED WALL PACK.  UL LISTED FOR WET 
LOCATION

5075 LUMENS, 5000K, 
36W, 70CRI, 120V

6TH FLOOR LANDSCAPE 
AREA

COLUMN, 9'AFF NUVO 65-134

H WALL SCONCE 12W LED, 120V, 3000K RESIDENTIAL HALLWAYS CEILING, SCONCE ASL LIGHTING FAQ

J 1'x4" LED TROFFER W/ ACRYLIC LENS
3500K, 4000LUMENS, 
39W, 120V

GYM, MGR OFFICE RECESSED METALUX 14GR LED

J1
SIMILAR TO TYPE J WITH 90 MINUTE 
EMERGENCY BATTERY PACK AND 
CHARGER

3500K, 4000LUMENS, 
39W, 120V

GYM, MGR OFFICE RECESSED METALUX 14GR LED EL14W

K
1'x4' LED FIXTURE. SUITABLE FOR WET 
LOCATION WITH INTEGRAL MOTION 
SENSOR

3500K, 4000LUMENS, 
38W, 120V

TRASH RM WALL, 9'AFF METALUX 4VT2-LD4-4-DR-L835-WL

K1
SIMILAR TO TYPE K WITH 90 MINUTE 
EMERGENCY BATTERY PACK AND 
CHARGER

3500K, 4000LUMENS, 
38W, 120V

MECH RM WALL, 9'AFF METALUX 4VT2-LD4-4-DR-EL10W-L835-WL

L 1'x4' LED WRAPAROUND FIXTURE
3500K, 4000LUMENS, 
36W, 120V

SERVICE 
CORRIDOR/ELEC RM

SURFACE METALUX WNLED-LD4-40SL-F

L1
SIMILAR TO TYPE L WITH 90 MINUTE 
EMERGENCY BATTERY AND CHARGER

3500K, 4000LUMENS, 
36W, 120V

SERVICE 
CORRIDOR/ELEC RM

SURFACE METALUX WNLED-LD4-40SL-F-EL14W

M PENDANT ART GLASS FIXTURE
LED, 8.5W, 90 CRI, 3000K, 
120V

FRONT LOBBY TRACK PENDANT HALO LPM9

N WALL PACK FIXTURE W/ CLEAR LENS
3000 LUMENS, 4000K, 
80CRI, TYPE III 
DISTRIBUTION, 29W, 120V

PARKING LOT WALKWAY WALL, 9'AFF KIM WD2S - D-24L - 30-4K8-3

O RECESSED LOW LEVEL FLOOD LIGHT
(2) 10.8W LED, 120V, 
3000K

RAMP WALL ELP CP LED 222W1CP-(*K)

P
PARKING GARAGE LED WITH MOTION 
SENSORS

32 LED, 700MA, 4000K, 
120V, 71W

PARKING GARAGE VISIONAIRE PGA 1 T5W 32LC 7 4KL

S
2' LED STRIP WITH INTEGRAL OCCUPANCY 
SENSOR AND 90 MINUTE EMERGENCY 
BATTERY PACK AND CHARGER

23W LED, 2600 LUMENS, 
120V, 3500K

STAIRWELL LED HE WILLIAMS SLF SERIES

T 1'x4' LED SHOP LIGHT
3500K, 2700LUMENS, 
25W, 120V

COMMERCIAL SPACES COLUMBIA LRO

U
WALL PACK WITH MOTION AND DAYLIGHT 
SENSORS

LED, 1600LUMENS, 
5000K, 19W, 73CRI, 120V

DOG PARK WALL, 9'AFF EATON ALL PRO

V
6" DOWNLIGHT SUITABLE FOR WET 
LOCATION

1100LUMEN, 3500K, 90 
CRI, 12W, 120V

BLDG PERIMETER RECESSED PRESCOLITE LBP6-11L-35K

W EMERGENCY WALL PACK LED, 120V COMMON AREAS WALL DUAL LITE PG SERIES

X
LED EXIT SIGN LED, 120V, WHITE WITH 

RED LETTERING
EGRESS WALL OR CEILING, SEE 

DWGS FOR LOCATIONS
DUAL LITE LX SERIES

X1
SIMILAR TO X.  SUITABLE FOR WET 
LOCATION

LED, 120V, WHITE WITH 
RED LETTERING

EGRESS WALL OR CEILING, SEE 
DWGS FOR LOCATIONS

DUAL LITE LX SERIES

Y JELLY JAR LED LIGHT WITH WIRE GUARD.  
SUITABLE FOR WET LOCATION

705 LUMEN, 70 CRI, 
5000K, 120V, 12W

ELEVATOR PIT
WALL

MAXLITE JJ12A150GWO

POOL 
LIGHTS

LED SUBMERSIBLE FIXTURE.  UL LISTED 
FOR USE

100W LED, 120V POOL AND SPA
SUBMERSED

PENTAIR INTELLIBRITE 5G

LUMINAIRE SCHEDULE 

NOTES:
1.  REFER TO ARCHITECTURAL DRAWINGS FOR CEILING TYPES AND DETAILS TO DETERMINE NECESSARY FIXTURE MOUNTING ACCESSORIES AND FOR APPLICABLE BUILDING CODES FOR 
REQUIRED FIXTURE SUPPORTS AND FOR MAINTAINING CEILING FIRE RATINGS.
2.  MANUFACTURERS LISTED



DESCRIPTION KVA WIRE BKR PHASE BKR WIRE KVA DESCRIPTION
1 R - REFRIG 1.20 12 1P20A L1 1P20A 12 0.20 GAS RANGE 2
3 R - KITCHEN COUNTER 1.00 12 1P20A L2 1P20A 12 1.00 R  - LAUNDRY 4
5 R - KITCHEN ISLAND 1.00 12 1P20A L1 2P30A 10 2.00 WASHER/DRYER 6
7 DISHWASHER 1.20 12 1P20A L2 ---- 10 2.00 PART OF 6 8
9 R - GARBAGE DISPOSAL 0.50 12 1P20A L1 1P20A 12 1.00 R - BATHROOM, TOILET 10

11 RANGE HOOD 0.50 12 1P20A L2 1P20A 12 0.50 * R - BEDROOM 12
13 *  R - LIVING ROOM 0.50 12 1P20A L1 2P25A 10 1.72 ACCU-A1 14
15 *  R - LIVING ROOM (TELEVISION SIDE), HALL 0.50 12 1P20A L2 ---- 10 1.72 PART OF 14 16
17 L - LIVING ROOM & KITCHEN 0.50 12 1P20A L1 2P15A 12 0.15 FCU-A1.1, A1.2 18
19 L - BATHROOM & BEDROOM 0.50 12 1P20A L2 ---- 12 0.15 PART OF 18 20
21 SMOKE ALARMS 0.12 12 1P20A L1 1P20A 12 0.50 R - CURTAIN 22
23 R - BALCONY 0.50 12 1P20A L2 1P20A S - 24
25 PFB 1P L1 1P20A S - 26
27 PFB 1P L2 1P PFB 28
29 PFB 1P L1 1P PFB 30

  MOUNTING:     RECESSED SHORT CKT RATING:     10 KAIC

*  DENOTES AFCI CIRCUIT BREAKER

       CONNECTED LOAD:             PHASE B:  9.6  KVA   ESTIMATED DEMAND     17.0  KVA
  TOTAL CALCULATED LOAD:     81.7  A

  MANUFACTURER: BREAKERS:     PLUG-IN

       CONNECTED LOAD:             PHASE A:  9.4  KVA

PANEL A1
  PROJECT:       HAWAII CITY PLAZA VOLTS-PHASE-W:     120/208-1-3     MLO
  LOCATION:      TYPICAL UNIT A1 BUS AMPS:     125

  TOTAL LOAD:     18.9  KVA

DESCRIPTION KVA WIRE BKR PHASE BKR WIRE KVA DESCRIPTION
1 R - REFRIG 1.20 12 1P20A L1 1P20A 12 0.20 GAS RANGE 2
3 R - KITCHEN COUNTER 1.00 12 1P20A L2 1P20A 12 1.00 R - LAUNDRY 4
5 R - KITCHEN ISLAND 1.00 12 1P20A L1 2P30A 10 2.00 WASHER/DRYER 6
7 DISHWASHER 1.20 12 1P20A L2 ---- 10 2.00 PART OF 6 8
9 R - GARBAGE DISPOSAL 0.50 12 1P20A L1 1P20A 12 1.00 R - BATHROOM, TOILET 10

11 RANGE HOOD 0.50 12 1P20A L2 1P20A 12 1.00 *  R - BEDROOM 12
13 *  R - LIVING ROOM 0.50 12 1P20A L1 2P25A 10 1.72 ACCU-A2 14
15 *  R - LIVING ROOM (TELEVISION/WINDOW SIDE) 0.50 12 1P20A L2 ---- 10 1.72 PART OF 14 16
17 L - LIVING ROOM & KITCHEN 0.50 12 1P20A L1 2P15A 12 0.15 FCU-A2.1, A2.2 18
19 L - BATHROOMS & BEDROOMS 0.50 12 1P20A L2 ---- 12 0.15 PART OF 18 20
21 SMOKE ALARMS 0.12 12 1P20A L1 1P20A 12 0.50 R - CURTAIN 22
23 R - BALCONY 0.50 12 1P20A L2 1P20A S - 24
25 PFB 1P L1 1P20A S - 26
27 PFB 1P L2 1P PFB 28
29 PFB 1P L1 1P PFB 30

  MOUNTING:     RECESSED SHORT CKT RATING:     10 KAIC
  MANUFACTURER: BREAKERS:     PLUG-IN

       CONNECTED LOAD:             PHASE A:  9.4  KVA   TOTAL LOAD:     19.4  KVA
       CONNECTED LOAD:             PHASE B:  10.1  KVA   ESTIMATED DEMAND     17.5  KVA

  TOTAL CALCULATED LOAD:     84.1  A
*  DENOTES AFCI CIRCUIT BREAKER

  PROJECT:       HAWAII CITY PLAZA VOLTS-PHASE-W:     120/208-1-3     MLO
  LOCATION:      TYPICAL UNIT A2 BUS AMPS:     125

PANEL A2

DESCRIPTION KVA WIRE BKR PHASE BKR WIRE KVA DESCRIPTION
1 R - REFRIG 1.20 12 1P20A L1 1P20A 12 0.20 GAS RANGE 2
3 R - KITCHEN COUNTER 1.00 12 1P20A L2 1P20A 12 1.00 R - LAUNDRY 4
5 R - KITCHEN ISLAND 1.00 12 1P20A L1 2P30A 10 2.00 WASHER/DRYER 6
7 DISHWASHER 1.20 12 1P20A L2 ---- 10 2.00 PART OF 6 8
9 R - GARBAGE DISPOSAL 0.50 12 1P20A L1 1P20A 12 1.00 R - BATHROOM, TOILET 10

11 RANGE HOOD 0.50 12 1P20A L2 1P20A 12 1.00 *  R - BEDROOM 12
13 *  R - LIVING ROOM 0.50 12 1P20A L1 2P25A 10 1.72 ACCU-A3 14
15 *  R - LIVING ROOM (TELEVISION/WINDOW SIDE) 0.50 12 1P20A L2 ---- 10 1.72 PART OF 14 16
17 L - LIVING ROOM & KITCHEN 0.50 12 1P20A L1 2P15A 12 0.15 FCU-A3.1, A3.2 18
19 L - BATHROOMS & BEDROOMS 0.50 12 1P20A L2 ---- 12 0.15 PART OF 18 20
21 SMOKE ALARMS 0.12 12 1P20A L1 1P20A 12 0.50 R - CURTAIN 22
23 R - BALCONY 0.50 12 1P20A L2 1P20A S - 24
25 PFB 1P L1 1P20A S - 26
27 PFB 1P L2 1P PFB 28
29 PFB 1P L1 1P PFB 30

*  DENOTES AFCI CIRCUIT BREAKER

  MANUFACTURER: BREAKERS:     PLUG-IN

       CONNECTED LOAD:             PHASE A:  9.4  KVA   TOTAL LOAD:     19.4  KVA
       CONNECTED LOAD:             PHASE B:  10.1  KVA   ESTIMATED DEMAND     17.5  KVA

  TOTAL CALCULATED LOAD:     84.1  A

PANEL A3
  PROJECT:       HAWAII CITY PLAZA VOLTS-PHASE-W:     120/208-1-3     MLO
  LOCATION:      TYPICAL UNIT A3 BUS AMPS:     125
  MOUNTING:     RECESSED SHORT CKT RATING:     10 KAIC

DESCRIPTION KVA WIRE BKR PHASE BKR WIRE KVA DESCRIPTION
1 R - REFRIG 1.20 12 1P20A L1 1P20A 12 0.20 GAS RANGE 2
3 R - KITCHEN COUNTER 1.20 12 1P20A L2 1P20A 12 1.00 R - LAUNDRY 4
5 R - KITCHEN ISLAND 1.20 12 1P20A L1 2P30A 10 2.00 WASHER/DRYER 6
7 DISHWASHER 1.20 12 1P20A L2 ---- 10 2.00 PART OF 6 8
9 R - GARBAGE DISPOSAL 1.20 12 1P20A L1 1P20A 12 1.00 R - MASTER BATH, TOILET 10

11 RANGE HOOD 1.00 12 1P20A L2 1P20A 12 1.00 R - BATH, TOILET 12
13 *  R - LIVING ROOM 0.50 12 1P20A L1 1P20A 12 0.50 *  R - MASTER BEDROOM  14
15 *  R - LIVING ROOM (TELEVISION SIDE), HALL 0.50 12 1P20A L2 1P20A 12 0.50 *  R - BEDROOM 16
17 L - LIVING ROOM & KITCHEN 0.50 12 1P20A L1 2P35A 10 1.72 ACCU-B 18
19 L - BATHROOMS & BEDROOMS 0.50 12 1P20A L2 ---- 10 1.72 PART OF 18 20
21 SMOKE ALARMS 0.18 12 1P20A L1 2P15A 12 0.24 FCU-B.1, B.2, & B.3 22
23 R - BALCONY 0.50 12 1P20A L2 ---- 12 0.24 PART OF 22 24
25 PFB 1P L1 1P20A 12 0.50 R - CURTAIN 26
27 PFB 1P L2 1P20A S - 28
29 PFB 1P L1 1P20A S - 30

PANEL B
  PROJECT:       HAWAII CITY PLAZA VOLTS-PHASE-W:     120/208-1-3     MLO
  LOCATION:      TYPICAL UNIT B BUS AMPS:     150A
  MOUNTING:     RECESSED SHORT CKT RATING:     10 KAIC
  MANUFACTURER: BREAKERS:     PLUG-IN

       CONNECTED LOAD:             PHASE A:  10.9  KVA   TOTAL LOAD:     22.3  KVA
       CONNECTED LOAD:             PHASE B:  11.4  KVA   ESTIMATED DEMAND     19.8  KVA

  TOTAL CALCULATED LOAD:     95.1  A
*  DENOTES AFCI CIRCUIT BREAKER

DESCRIPTION KVA WIRE BKR PHASE BKR WIRE KVA DESCRIPTION
1 R - REFRIG 1.20 12 1P20A L1 1P20A 12 0.20 GAS RANGE 2
3 R - KITCHEN COUNTER (RIGHT SIDE) 1.20 12 1P20A L2 1P20A 12 1.00 R - LAUNDRY 4
5 *  R - ENTRY, HALL 0.50 12 1P20A L1 2P30A 10 2.00 WASHER/DRYER 6
7 DISHWASHER 1.20 12 1P20A L2 ---- 10 2.00 PART OF 6 8
9 R - GARBAGE DISPOSAL 0.50 12 1P20A L1 1P20A 12 1.00 R - BATHROOM, TOILET 10

11 R - KITCHEN COUNTER AND RANGE HOOD 1.00 12 1P20A L2 1P20A 12 0.50 *  R - MASTER BEDROOM 12
13 *  R - LIVING ROOM 0.50 12 1P20A L1 1P20A 12 0.50 *  R - BEDROOM 14
15 *  R - LIVING ROOM, DINING 0.50 12 1P20A L2 1P20A 12 1.00 R - MASTER BATHROOM, TOILET 16
17 L - LIVING ROOM & KITCHEN 0.50 12 1P20A L1 2P25A 10 1.72 ACCU-C 18
19 L - BATHROOMS & BEDROOMS 0.50 12 1P20A L2 ---- 10 1.72 PART OF 18 20
21 SMOKE ALARMS 0.12 12 1P20A L1 2P15A 12 0.24 FCU-C.1, C.2, & C.3 22
23 R - BALCONY 0.50 12 1P20A L2 ---- 12 0.24 PART OF 22 24
25 PFB 1P L1 1P20A 12 0.50 R - CURTAIN 26
27 PFB 1P L2 1P20A S - 28
29 PFB 1P L1 1P20A S - 30

PANEL C
  PROJECT:       HAWAII CITY PLAZA VOLTS-PHASE-W:     120/208-1-3     MLO
  LOCATION:      TYPICAL UNIT C BUS AMPS:     150A
  MOUNTING:     RECESSED SHORT CKT RATING:     10 KAIC
  MANUFACTURER: BREAKERS:     PLUG-IN

       CONNECTED LOAD:             PHASE A:  9.5  KVA   TOTAL LOAD:     20.8  KVA
       CONNECTED LOAD:             PHASE B:  11.4  KVA   ESTIMATED DEMAND     19.0  KVA

  TOTAL CALCULATED LOAD:     91.2  A
*  DENOTES AFCI CIRCUIT BREAKER

DESCRIPTION KVA WIRE BKR PHASE BKR WIRE KVA DESCRIPTION
1 R - REFRIG 1.20 12 1P20A L1 1P20A 12 0.20 GAS RANGE 2
3 R - KITCHEN COUNTER 1.00 12 1P20A L2 1P20A 12 1.00 R - LAUNDRY 4
5 *  R - ENTRY, DINING 0.50 12 1P20A L1 2P30A 10 2.00 WASHER/DRYER 6
7 DISHWASHER 1.20 12 1P20A L2 ---- 10 2.00 PART OF 6 8
9 R - GARBAGE DISPOSAL 0.50 12 1P20A L1 1P20A 12 0.50 R - MASTER BATHROOM, TOILET 10

11 RANGE HOOD 0.50 12 1P20A L2 1P20A 12 0.50 *  R - MASTER BEDROOM 12
13 *  R - LIVING ROOM 1.00 12 1P20A L1 1P20A 12 0.50 R - BATHROOM, TOILET 14
15 L - HALLWAY, BEDROOM, BATHROOM 0.50 12 1P20A L2 1P20A 12 0.50 *  R - BEDROOM 16
17 L - LIVING RM, MAST BEDROOM & BATHROO 0.50 12 1P20A L1 2P25A 10 1.72 ACCU-D 18
19 SMOKE ALARMS 0.20 12 1P20A L2 ---- 10 1.72 PART OF 18 20
21 R - KITCHEN COUNTER 1.00 12 1P20A L1 2P15A 12 0.23 FCU-D.1, D.2, & D.3 22
23 R - BALCONY 0.25 12 1P20A L2 ---- 12 0.23 PART OF 22 24
25 PFB 1P L1 1P20A 12 0.50 R - CURTAIN 26
27 PFB 1P L2 1P20A S - 28
29 PFB 1P L1 1P20A S - 30

* DENOTES AFCI CIRCUIT BREAKERS

  MANUFACTURER: BREAKERS:     PLUG-IN

       CONNECTED LOAD:             PHASE A:  10.3  KVA   TOTAL LOAD:     19.9  KVA
       CONNECTED LOAD:             PHASE B:  9.6  KVA

  TOTAL CALCULATED LOAD:     85.6  A

PANEL D
  PROJECT:       HAWAII CITY PLAZA VOLTS-PHASE-W:     120/208-1-3     MLO
  LOCATION:      TYPICAL UNIT D BUS AMPS:     125A
  MOUNTING:     RECESSED SHORT CKT RATING:     10 KAIC

  ESTIMATED DEMAND     17.8  KVA

DESCRIPTION KVA WIRE BKR PHASE BKR WIRE KVA DESCRIPTION
1 R - REFRIG 1.20 12 1P20A L1 1P20A 12 0.20 GAS RANGE 2
3 R - KITCHEN COUNTER 1.00 12 1P20A L2 1P20A 12 1.00 R - LAUNDRY 4
5 *  R - ENTRY, DINING 0.50 12 1P20A L1 2P30A 10 2.00 WASHER/DRYER 6
7 DISHWASHER 1.20 12 1P20A L2 ---- 10 2.00 PART OF 6 8
9 R - GARBAGE DISPOSAL 0.50 12 1P20A L1 1P20A 12 1.00 *  R - MASTER BATHROOM 10

11 RANGE HOOD 0.50 12 1P20A L2 1P20A 12 0.50 *  R - MASTER BEDROOM 12
13 *  R - LIVING ROOM 1.00 12 1P20A L1 1P20A 12 0.50 R - BATHROOM, TOILET 14
15 L - LIVING ROOM & KITCHEN 0.50 12 1P20A L2 1P20A 12 0.50 *  R - BEDROOM 16
17 L - BATHROOMS & BEDROOMS 0.50 12 1P20A L1 2P25A 10 1.72 ACCU-E 18
19 SMOKE ALARMS 0.18 12 1P20A L2 ---- 10 1.72 PART OF 18 20
21 R - KITCHEN COUNTER 1.00 12 1P20A L1 2P15A 12 0.23 FCU-E.1, E.2, & E.3 22
23 R - BALCONY 0.50 12 1P20A L2 ---- 12 0.23 PART OF 22 24
25 PFB 1P L1 1P20A 12 0.50 R - CURTAIN 26
27 PFB 1P L2 1P20A S - 28
29 PFB 1P L1 1P20A S - 30

BREAKERS:     PLUG-IN

       CONNECTED LOAD:             PHASE A:  10.8  KVA   TOTAL LOAD:     20.7  KVA

  TOTAL CALCULATED LOAD:     90.0  A
* DENOTES AFCI CIRCUIT BREAKERS

       CONNECTED LOAD:             PHASE B:  9.8  KVA

PANEL E
  PROJECT:       HAWAII CITY PLAZA VOLTS-PHASE-W:     120/208-1-3     MLO
  LOCATION:      TYPICAL UNIT E BUS AMPS:     125A

  ESTIMATED DEMAND     18.7  KVA

  MOUNTING:     RECESSED SHORT CKT RATING:     10 KAIC
  MANUFACTURER: 

DESCRIPTION KVA WIRE BKR PHASE BKR WIRE KVA DESCRIPTION
1 R - REFRIG 1.20 12 1P20A A    1P20A 12 0.20 GAS RANGE 2
3 R - KITCHEN COUNTER (RIGHT SIDE) 1.00 12 1P20A B 1P20A 12 1.00 R - LAUNDRY 4
5 *  R - ENTRY, DINING, HALL 0.50 12 1P20A A    2P30A 10 2.00 WASHER/DRYER 6
7 DISHWASHER 1.20 12 1P20A B ---- 10 2.00 PART OF 6 8
9 R - GARBAGE DISPOSAL 0.50 12 1P20A A    1P20A 12 1.00 R - BATHROOM, TOILET 10

11 RANGE HOOD 0.50 12 1P20A B 1P20A 12 0.50 *  R - BEDROOM 12
13 *  R - LIVING ROOM 0.50 12 1P20A A    2P25A 10 1.72 ACCU-G 14
15 *  R - LIVING ROOM (TELEVISION/WINDOW SIDE) 0.50 12 1P20A B ---- 10 1.72 PART OF 14 16
17 L - LIVING ROOM & KITCHEN 0.50 12 1P20A A    2P15A 12 0.15 FCU-G.1 & G.2 18
19 L - BATHROOMS & BEDROOMS 0.50 12 1P20A B ---- 12 0.15 PART OF 18 20
21 SMOKE ALARMS 0.18 12 1P20A A    1P20A S - 22
23 R - BALCONY 0.50 12 1P20A B 1P20A S - 24
25 PFB 1P A    1P PFB 26
27 PFB 1P B 1P PFB 28
29 PFB 1P A    1P PFB 30

  MANUFACTURER: BREAKERS:     PLUG-IN

*  DENOTES AFCI CIRCUIT BREAKER

  LOCATION:      TYPICAL UNIT G BUS AMPS:     125
  MOUNTING:     RECESSED

PANEL G
  PROJECT:       HAWAII CITY PLAZA VOLTS-PHASE-W:     120/208-1-3     MLO

SHORT CKT RATING:     10 KAIC

       CONNECTED LOAD:             PHASE A:  8.4  KVA   TOTAL LOAD:     18.0  KVA
       CONNECTED LOAD:             PHASE B:  9.6  KVA   ESTIMATED DEMAND     16.4  KVA

  TOTAL CALCULATED LOAD:     78.8  A

DESCRIPTION KVA WIRE BKR PHASE BKR WIRE KVA DESCRIPTION
1 R - REFRIG 1.20 12 1P20A L1 1P20A 12 0.20 GAS RANGE 2
3 R - KITCHEN COUNTER 1.00 12 1P20A L2 1P20A 12 1.00 R - LAUNDRY 4
5 *  R - ENTRY, HALL 1.20 12 1P20A L1 2P30A 10 2.00 WASHER/DRYER 6
7 DISHWASHER 1.20 12 1P20A L2 ---- 10 2.00 PART OF 6 8
9 R - GARBAGE DISPOSAL 0.50 12 1P20A L1 1P20A 12 1.00 R - BATHROOM, TOILET 10

11 *  R - LIVING ROOM 0.50 12 1P20A L2 1P20A 12 0.50 *  R - BEDROOM 1 12
13 *  R - LIVING ROOM (TELEVISION SIDE), HAL 1.00 12 1P20A L1 1P20A 12 0.50 *  R - BEDROOM 2 14
15 L - LIVING ROOM & KITCHEN 0.50 12 1P20A L2 2P35A 10 3.03 ACCU-H 16
17 L - BATHROOM, BEDROOM, HALL 0.50 12 1P20A L1 ---- 10 3.03 PART OF 16 18
19 RANGE HOOD 0.50 12 1P20A L2 2P15A 12 0.33 FCU-H.1, H.2 & H.3 20
21 SMOKE ALARMS 0.18 12 1P20A L1 ---- 12 0.33 PART OF 20 22
23 R - BALCONY 0.50 12 1P20A L2 1P20A 12 0.50 R - CURTAIN 24
25 R - KITCHEN COUNTER 1.00 12 1P20A L1 1P20A S - 26
27 PFB 1P L2 1P20A S - 28
29 PFB 1P L1 1P PFB 30

       CONNECTED LOAD:             PHASE A:  12.6  KVA

PANEL H
  PROJECT:       HAWAII CITY PLAZA VOLTS-PHASE-W:     120/208-1-3     MLO
  LOCATION:      TYPICAL UNIT H BUS AMPS:     150A

  TOTAL LOAD:     24.2  KVA
       CONNECTED LOAD:             PHASE B:  11.6  KVA   ESTIMATED DEMAND     21.8  KVA

  TOTAL CALCULATED LOAD:     104.9  A
* DENOTES AFCI CIRCUIT BREAKERS

  MANUFACTURER: BREAKERS:     PLUG-IN
  MOUNTING:     RECESSED SHORT CKT RATING:     10 KAIC


























